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Terminal Diagram FM200A

X1
Power Supply

1 2

G
N
D

2
4
V
D
C

X2
Digital Input

1 2

+
/∼

–
/∼

X3
Digital Input

1 2

+
/∼

–
/∼

X4
Digital Output

1 2 3

C
O
M

N
O

N
C

X6
SPS

1 2 3

1
0
V

A
IN

G
N
D

X7
Analog Output

1 2 3 4

A
O
1

G
N
D

A
O
2

G
N
D

X8

Pressure Sensor

+–

X9

AFS

X10X11

Peripheral Bus

X12

Power Supply

F1

Fuse T3.15A

X13

Fume Cupboard Light

1 2

Digital Input
Jumper Configuration

For dry contact

For wet contact

(24 V AC / DC)

Fume Hood Monitor FM200 | 05/2025


